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Lamp operated at 22,000 Im
200-W high pressure sodium lamp
ANSI Designation S66
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Cutoff Luminaire
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Lamp operated at 37,000 Im

310-W high pressure sodium lamp
ANSI Designation S67
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Lamp operated at 5,800 Im
high pressure sodium lamp
ANSI Designation S62
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WALL LUMINAIRE

15’ Mounting Height
Lamp operated at 5,800 Im
70-W high pressure sodium lamp
ANSI Designation S62
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Lamp operated at 9,500 Im
00-W high pressure sodlum lamp
ANSI Designation S54

IS%FOOTCANDLE CURVE - MINIMUM
280’

240’
L ——1— 0}005 [FC T T~
200" |———— GOTFC ——
160’ ——r——— 0.02 fC +——
j——— 0.05 fC
120° [ L orec |
l— 0J2 FQ
w (Wamhedii )]
NN o
a0 o\ /-
AN YR 2o v
e P e
(=3 o o (=3 o (=] (=3 o (=3 o

LOW PRESSURE SODIUM LUMINAIRE
40’ Mounting Height
Lamp operated at 33,000 Im
180-W low pressure sodium lamp
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THE STATE OF CALIFORNIA OR ITS OFFICERS
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THE ACCURACY OF COMPLETENESS ANNED
COPIES OF THIS PLAN SHEET.
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ISOFOOTCANDLE DIAGRAM

NOTES:

1.

2

Curves represent the minimum footcandle
(FC) of initial illumination on a 10°-0" x 20°-0" panel.

he FC shown are with the fixture attached to

. T
the light fixture mounting cmnpelfwhlc*h places
ron

the center of the source 4'-8"
of panel and 1'-0" below the bottom edge.

- Applicable lamp: 85-W fluorescent phosphor

coated induction lamp.
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